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NOTES:

(1) 34 & 1486 - 1 1/4°C.

(1) #26 BONDED TO BUILDING STEEL.

(3) EXSTING GE NAB 208/120V 3-PHASE, 4W, 2254, 10,000 SCCR PANEL
BOARD "L2B”. CONNECT FIVE NEW BRANCH CIRCUITS SHOWN ON EP101
TO FIVE EXISTING SPARE 20A, 1-POLE CIRCUIT BREAKERS. UPDATE
CIRCUIT DIRECTORY TO INDICATE NEW LOADS.
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